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SAMPLE 1 Kindergarten Bldg., Interior south wall of Room K1 , two sinks , bubbler on left sink 

SAMPLE 2 Bldg. 2. Interior north wall of Room K2, two sinks , bubbler on left sink 

SAMPLE 3 Bldg. 2, Exterior north wall near faculty restrooms , single bubbler fountain 

SAMPLE 4 Bldg. 2. Exterior north wall near boys & girls RRs, triple bubbler fountain , left bubbler 

SAMPLE 5 Bldg. 2. Exterior west wall near room "Storage B", triple bubbler fountain, right bubbler 

DLR= Sta te Mandated Detection Limit for Reporting (DLR)= 5 ug/L 
Action Level (AL) = 15 ug/L 
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