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Sample ID Sample Date Sample Time Source External ID Lead Units 

W1 173091 

W1173092 

W1173093 

W1173094 

W1173095 

05/23/17 

05/23/1 7 

05/23/17 

05/23/17 

05/23/17 

Source Source Description 

06:19 AM 

06:15 AM 

06:11 AM 

06:08 AM 

06:05 AM 

SAMPLE 1 

SAMPLE 2 

SAMPLE 3 

SAMPLE 4 

SAMPLE 5 

SAMPLE 1 Lockeroom 600 Bldg, South Exterior wall , triple bubbler fountain , left bubbler 

3710020-CAD-A 

3710020-CAD-B 

3710020-CAD-C 

3710020-CAD-D 

3710020-CAD-E 

SAMPLE 2 Lockeroom 600 BLDG/ Hallway, North Facing fountain , two triple bubbler fountains , left bubbler on left fou nta in 

SAMPLE 3 Lockeroom 600 BLDG/ Rm 602, East Facing Exterior Wall , triple bubbler fountain, middle bubbler 

<5 

< 5 

<5 

< 5 

<5 

ug/L 

ug/L 

ug/L 

ug/L 

ug/L 

SAMPLE 4 Conservatory Terrace , Lunch Court/ East Facing ; Exterior Wall Mounted System , two trip le bubbler fountains , left bubbler on left fountain 

SAMPLE 5 200/ 300 Bldg , Walkway between 200 and 300 BLDG, two triple bubbler founta ins, right bubbler on right fountain 

DLR= Sta te Mandated Detection Limi t for Reporting (DLR)= 5 ug/L 
Action Level (AL) = 15 ug/L ~~ 

~ ~ Chemist 




