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· Sample ID · Sample Date Sample Time So~rce · External ID Lead Units 

W1170184 

W11 70185 

W1170186 

W1 170187 

W1 170188 

05/18/17 

05/18/17 

05/18/17 

05/18/17 

05/18/17 

Source Source Description 

05:57 AM 

06:02 AM 

06:08AM 

06:12 AM 

0616AM 

SAMPLE 1 

SAMPLE 2 

SAMPLE 3 

SAMPLE 4 

SAMPLE 5 

3710020-BFI-A 

3710020-BFI-B 

3710020-BFI-C 

3710020-BFI-D 

3710020-BFI-E 

< 5 

<5 

<5 

<5 

<5 

SAMPLE 1 Auditorium/Library Building, South facing wall outside of building near RRs, two single bubbler fountains , upper right fountain 

SAMPLE 2 Cafeteria/Kitchen Building , Inside kitchen on North side of building , faucet above right sink compartment next to spray nozzle 

SAMPLE 3 Red Door Building, outside North side of building, two single bubbler fountains , lower left fountain 

SAMPLE 4 Yellow Door Building , outside West side of building, two single bubbler fountains , upper right fountain 

SAMPLE 5 Green Door Building , outside West side of building, triple bubbler fountain , middle bubbler 

DLR= State Mandated Detection Limit for Reporting (DLR)= 5 ug/L 
Action Level (AL) = 15 ug/L 

ug/L 

ug/L 

ug/L 

ug/L 

ug/L 




