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Sample ID Sample Date Sample Time Source External ID Lead Units 

W1173096 

W11 73097 

W1173098 

W1173099 

W1173100 

05/24/17 

05/24/17 

05/24/17 

05/24/17 

05/24/17 

Source Source Description 

06:19 AM 

06:17 AM 

06:31 AM 

06:29 AM 

06:24 AM 

SAMPLE 1 

SAMPLE 2 

SAMPLE 3 

SAMPLE 4 

SAMPLE 5 

3710020-CAE-A 

3710020-CAE-B 

3710020-CAE-C 

3710020-CAE-D 

3710020-CAE-E 

SAMPLE 1 Main Office, Wall mounted exterior (West of Bldg) , next to Gate, triple bubbler fountain , middle bubbler 

<5 

< 5 

<5 

< 5 

< 5 

SAMPLE 2 Auditorium/Cafeteria, Wall mounted exterior (East of Bldg) , facing lunch arbor, two single bubbler fountains , upper left founta in 

SAMPLE 3 Portable Classrooms, Wall mounted exterior of (East of B3), facing stairs , triple bubbler fountain , middle bubbler 

ug/L 

ug/L 

ug/L 

ug/L 

ug/L 

SAMPLE 4 Portable Classroom/Restroom, Wall mounted exterior (South of Restroom/B6) , next to shed, facing grass field , triple bubbler fountain , left bubbler 

SAMPLE 5 Kindergarten, Wall mounted exterior (East of Bldg), between Storage and Kindergarten 1, facing tables & playground, dual bubbler fountain , right bubbler 

DLR= State Mandated Detection Limit for Reporting (DLR)= 5 ug/L 
Action Level (Al) = 15 ug/L 




